
 

ARTICLE 2. ARIZONA STATE FIRE CODE 

 

R4-36-202. Fees  

A. Under the authority provided by A.R.S. § 41-2146(D), the State Fire Safety Committee 

establishes the following schedule of fees: 

 1. Plan submission fees: 

  a. Each plan submitted: $210; and 

  b. Each plan supplement submitted: $30; 

 2. Plan review fees. A separate fee is charged for each system reviewed even if the systems 

are included in one submitted plan: 

  a. New installation of an automatic fire sprinkler system. 

   i. Servicing less than 10,000 square feet: $375; 

   ii. Servicing between 10,000 and 50,0000 square feet: $450; 

   iii. For each 50,000 square feet or portion of 50,000 square feet serviced in excess of 

50,000 square feet: $450; and 

   iv. For each floor level serviced above or below the ground-level floor: $200; 

  b. Modification of an existing automatic fire sprinkler system. 

   i. System consisting of 1 to 20 sprinkler heads: $75; 

   ii. System consisting of 21 to 50 sprinkler heads: $100; 

   iii. System consisting of 51 to 100 sprinkler heads: $250; 

   iv. System consisting of 101 to 500 sprinkler heads: $300; 

   v. For each additional 100 sprinkler heads or portion of 100 sprinkler heads in 

excess of 500: $100; and 

   vi. For each floor level serviced above or below the ground-level floor: $200; 

  c. New installation or modification of an extinguishing system using clean agent, halon, 

dry chemical, carbon dioxide, or other extinguishing material: 

   i. Servicing up to 5,000 square feet: $200; and 

   ii. For each 5,000 square feet or portion of 5,000 square feet serviced in excess of 

5,000 square feet: $50; 

  d. New installation of one automatic hood extinguishing system: $150; 

  e. Modification of one existing automatic hood extinguishing system: $75; 

  f. New installation of a fire pump: 
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   i. For the first fire pump: $250; and 

   ii. For each fire pump in excess of one: $150; 

  g. Modification of one existing fire pump: $100; 

  h. New installation or modification of underground fire line and hydrants: 

   i. System consisting of up to 500 lineal feet: $300; and 

   ii. For each 500 lineal feet or portion of 500 lineal feet in excess of 500 lineal feet: 

$175; 

  i. New installation of standpipe system: 

   i. System consisting of up to four standpipes: $200; and 

   ii. For each four standpipes or portion of four standpipes in excess of four: $100; 

  j. Modification of standpipe system: $50; 

  k. New installation of a fire alarm system: 

   i.  Servicing up to 1,000 square feet: $225; 

   ii. Servicing between 1,001 and 2,000 square feet: $300; 

   iii. Servicing between 2,001 and 10,000 square feet: $450; 

   iv. Servicing between 10,001 and 50,000 square feet: $500; 

   v. For each 50,000 square feet or portion of 50,000 square feet serviced in excess of 

50,000 square feet: $200; 

   vi. For each floor level serviced above or below the ground-level floor: $200; and 

   vii. For smoke detection throughout serviced area: 50% increase in fee; and 

  l. Modification of a fire alarm system: 

   i. One to five fire alarm devices: $100; and 

   ii. Six or more fire alarm devices: $150. 

 3. Permit issuance fees: 

  a. Fire protection permit: $30 per system permitted; 

  b. Underground liquid fuel storage tank: $164; 

  c. Tire storage: $82; 

  d. Above-ground liquid fuel storage tank: $164; 

  e. Pyrotechnics: $164; 

  f. Special-event tent: $164; 

  g. Hydrogen fuel cell: $164; 

  h. Fair or trade show: $164; 

  i. Explosives or blasting storage: $164; 

  j. Compressed gases: $164; 
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  k. Cryogens: $164; and 

  l. Liquefied petroleum tank: $164; and 

 4. Re-inspection fees: If the State Fire Marshal has to conduct a re-inspection because an 

entity failed to cancel or was not prepared for a previously scheduled inspection or 

because the site failed the inspection, the State Fire Marshal shall charge a minimum of 

$164 for the re-inspection. The State Fire Marshal shall increase the minimum re-

inspection fee by $82 for each 25 miles or portion of 25 miles in excess of the first 25 

miles required to travel to and from the site of the re-inspection. 

B.  The State Fire Safety Committee shall authorize the State Fire Marshal to refund any fee paid 

under this Section if: 

 1. The permit holder applies for a refund on a form furnished by the State Fire Marshal no 

 more than 180 days after the fee is paid; and 

 2. The State Fire Marshal determines that the fee paid was erroneous. 

 

 

E.B. No change 

 7




